
BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

ALT DESCRIPTION (REFER TO SHEET GI103 FOR MORE INFORMATION)
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TIE INTO PLUMBING SYSTEM,
REFER TO PLUMBING DWGS

FOUNDATION DRAIN, REFER TO
DETAIL 13/SB501, TYP
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SB502

SB401
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SB401
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SB502
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SB502
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NORTH

 3/32" = 1'-0"1 FOUNDATION PLAN - STRUCTURAL
FOUNDATION SHEET NOTES

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE
LOCATIONS, AND BLOCKOUTS WITH ALL OF THE PROJECT
CONSULTANT DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEET SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS,

REFER TO SHEET SI001.
4. REFERENCE ELEVATION: 100.00'  = 249.67' ABOVE MEAN

SEA LEVEL.
5. FOR FOOTING SCHEDULE, NOTES, DETAILS, AND KEY PLAN

REFER TO SHEET SB601.
6. FOR COLUMN DETAILS REFER TO SHEET SF511.  ALL

COLUMNS ARE CENTERED ON GRID LINES UNLESS NOTED.
7. FS INDICATES FOOTING STEP, REFER TO DETAIL 3/SB601.
8. PROVIDE 1” GAB BETWEEN ALL FOUNDATION WALLS AND

COLUMNS, REFER TO DETAIL 15/SB501.
9. FOR GENERAL WALL REINFORCEMENT, REFER TO DETAILS

10, 11, AND 12/SB501.
10. REFER TO GEOTECHNICAL REPORT FOR ADDITIONAL

INFORMATION ON SOIL CONDITIONS AND
RECOMMENDATIONS.

11. SUBGRADE CONDITIONS MAY VARY THROUGHOUT THE
PROJECT SITE.  GEOTECHNICAL ENGINEER SHALL BE
PRESENT FULL-TIME DURING FOUNDATION EXCAVATION
AND EVALUATE CONDITIONS PRIOR TO FOUNDATION
INSTALLATION.
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ADDITIONAL INFORMATION
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COORD EXACT LOCATION
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TOF EL = 97.00'

(3) #5 X 8'-0"

#6 @ 12" OC TOP, ADDL,
STAGGER W/TYP

8765

3'-0" 6'-0" 14'-0" 20'-0" 3'-0"

A

21
'-3

"
3'

-0
"

#4 @ 12" OC TOP
#6 @ 12" OC BOT
ADDL, STAGGER W/TYP

#6 @ 12" OC TOP, TYP
#6 @ 12" OC BOT, TYP
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-0

"
5'

-0
"

3'
-0

"
9'

-3
"

12'-0" 3'-0"3'-0" 6'-0" 5'-0" 9'-0" 8'-0"

#8 @ 12" OC TOP
#6 @ 12" OC BOT, TYP

24" THICK CONC
FOOTING

#6 @ 12" OC TOP
#6 @ 12" OC BOT

#5 @ 12" OC TOP
#6 @ 12" OC BOT

B
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'-0
"

8'
-0

"
8'
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"

15
'-0

"

12

3

5'-0" 4'-6" 5'-6" 5'-0"

#6 @ 12" OC TOP ADDL, STAGGER W/TYP
#6 @ 12" OC BOT ADDL, STAGGER W/TYP

#6 @ 12" OC TOP, TYP
#10 @ 12" OC BOT, TYP

36" THICK CONC FOOTING

#6 @ 12" OC TOP
#10 @ 12" OC BOT

#6 @ 12" OC TOP ADDL, STAGGER W/TYP
#10 @ 12" OC BOT ADDL, STAGGER W/TYP

#6 @ 12" OC TOP ADDL, STAGGER W/TYP
#6 @ 12" OC BOT ADDL, STAGGER W/TYP

REFER TO DETAIL 1/SB502 FOR LIGHT
WALL FOUNDATION INFORMATION.
EXTEND LONGITUDINAL BARS 5'-3" INTO
SHEAR WALL FOOTING

WALL LOCATION ABOVE

SHEET NOTES:

Drawing Title

Approved for Design Concept:

Project Title

Date

Location

Checked By:

Building Number

A/E Project Number

Drawing Number

Drawn By:

Revisions: Date

ARCHITECT/ENGINEERS:

COLUMBIA, SC VAMC

108

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0
th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8
o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

B

A

C

D

E

F

1 2 3 4 5 6 7 9

F

E

D

C

B

A

97 8654321

OFFICE OF
FACILITIES

MANAGEMENT

VA Project Number

FACILITY MANAGEMENT
DIVISION MANAGER

544-306

Structural Engineer,
Functional Design
CARL WALKER INC.

14045 Ballantyne
Corporate Place, Suite 380
Charlotte, NC 28277

Tele: 704.716.8000

8

905 N. CAPITOL AVE. SUITE 100  INDIANAPOLIS, IN. 46204
317.800.6388                    WWW.GUIDONDESIGN.COM

SUSTAINABLE ARCHITECTURE + ENGINEERING

PROJECT LEAD
Architect, Civil Engineer

WILLIAM JENNINGS BRYAN DORN VAMC, COLUMBIA, SC
6439 GARNERS FERRY RD, COLUMBIA, SC 29209

MEP Engineer
APOGEE CONSULTING
GROUP

1151 Kildaire Farm Road
Suite 120
Cary, NC 27511

Tele: 919.858.7420

C
:\U

se
rs

\E
ric

M
\D

oc
um

en
ts

\N
1-

20
15

-1
58

-C
W

I-
V

15
_E

ric
M

.r
vt

CONSTRUCTION DOCUMENTS

SB401
ELMFGE

ENLARGED FOUNDATION PLANS -
STRUCTURAL

04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

NORTH

 1/4" = 1'-0"1 STAIR-ELEVATOR - FOUNDATION PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"3 SW STAIR - FOUNDATION PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"2 NE STAIR - FOUNDATION PLAN - STRUCTURAL

 1/4" = 1'-0"
4 FOUNDATION DETAIL

 1/4" = 1'-0"
5 FOUNDATION DETAIL

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.



CONC SLAB
ON GRADE

SEALANT JOINT
REFER TO DET 1
OR 12/SF541

TOS EL

REFER TO PLAN

SLAB REINF
WHERE
REQUIRED CONC SLAB

ON GRADE

TOOLED JOINT
REFER TO DET
1/SF541

L/2 L/2

3/4" DIA X 1'-4" SMOOTH DOWEL @ 12"
OC W/ SLEEVE OR PRE-ATTACHED
POLYETHYLENE COVERING

TOS EL

REFER TO PLAN

.

CONC PAVEMENT

JOINT FILLER
W/SEALANT, REFER
TO 7/SF541

CONC SLAB ON GRADE

#4 NOSING BAR

(2) #4 x CONT

TOS EL

REFER TO PLAN

3/4" DIA X 1'-4" SMOOTH DOWEL @ 12"
OC W/ SLEEVE OR PRE-ATTACHED
POLYETHYLENE COVERING

REFER TO CIVIL

.

ASPHALT DRIVE

CONC SLAB ON GRADE

#4 NOSING BAR

(2) #4 x CONT

TOS EL

REFER TO PLAN

.

.

PCC SHEAR WALL

CONSTRUCTION JOINT
REFER TO DET
1/SF541

COMPRESSIBLE JOINT FILLER WITH
SEALANT. REFER TO DET 8/SF541

WALL

TOS EL

REFER TO PLAN

#4 x CONT

#4 @ 12" EW
OR WWF

CONC SLAB ON GRADE,
REFER TO PLAN

2

1

WASH LINE

FLOOR DRAIN

SEALANT, REFER TO
DET 11/SF541

(2) #4 x 4'-0"
EA SIDE, TYP

9

SB501

3

SF531

1
2

.

1'-0"

4"
"T

"

1/
2"

 W
AS

H

CONC SLAB
ON GRADE

(2) #4 REFER TO
DET 8/SB501

FLOOR DRAIN SYSTEM,
REFER TO MECH SEALANT, REFER

TO DET 11/SF541

2'-0" x 2'-0" SQUARE

WASH
AROUND

DRAIN

ALT DIR
OF BEND

(2) #5 JAMB BARS
EXTEND FULL HEIGHT
OF WALL OPENING

TY
P

24
 d

b 
LA

B
O

F 
R

E
BA

R

JAMB SHOWN
AT HEAD PROVIDE (2) #5
AND EXTEND 2'-0" EITHER
SIDE OF OPENING

NOTE:
PROVIDE CORNER BARS AT ALL
INTERSECTIONS. SAME SIZE AND
SPACING AS HORIZ REINF

INTERSECTION JAMB & HEAD CORNER

(2) #5 JAMB BARS
EXTEND FULL HEIGHT
OF WALL OPENING

JAMB SHOWN
AT HEAD PROVIDE (2) #5
AND EXTEND 2'-0" EITHER
SIDE OF OPENING

NOTE:
PROVIDE CORNER BARS AT ALL
INTERSECTIONS. SAME SIZE AND
SPACING AS HORIZ REINF

INTERSECTION JAMB & HEAD CORNER

SPLICE
24 db LAP

CONTROL JOINT CONSTRUCTION JOINT

SEALANT

WATERPROOFING
MEMBRANE

3/4" "V" GROOVE
EACH FACE

1/8" EARTH DAM 2x4 KEYWAY SOIL SIDE
OF WALL

SEALANT

CUT EVERY OTHER
HORIZ BAR @ JOINT

INVERT EL

CONCRETE WALL

CONCRETE SLAB ON GRADE

MEMBRANE
WATERPROOFING
WHERE APPLICABLE

GRAVEL FILL W/ (1'-0"
MIN COVER)
GEOTEXTILE FILTER
FABRIC. WRAP (TYP)

REFER TO MECH DWGS
FOR FND DRAIN SIZE
AND DETAIL

PROVIDE BLOCKOUT AS
REQD - GROUT SOLID

CONC SLAB
ON GRADE

TOOLED JOINT
REFER TO DET
1/SF541

TOS EL

REFER TO PLAN

NOTES:
1. PROVIDE CHAIRS AS REQUIRED TO PROVIDE FOR

HORIZONTAL ALIGNMENT ACROSS JOINT.
2. DO NOT TERMINATE BARS AT JOINT.

PRECAST
COLUMN

CIP WALLBACKER ROD, SEALANT
AND PROTECTION BOARD

TYP
1" GAP

BELOW GRADE DETAIL

PRECAST
COLUMN

CIP WALLBACKER ROD AND SEALANT
PER DET 10/S-541

ABOVE GRADE DETAIL

TYP
1" GAP

PCC STAIR

CIP SOG

TO SOG EL

REFER TO PLAN

(2)#5

6"

6" 2'-0" 6"

SLIDE
BEARING PAD

REF TO PLAN

TOS EL

TOS EL

REFER TO PLAN

REF TO PLAN

WASH VARIES

1'
-0

"

CIP CONC WALL, REINF NOT
SHOWN REF TO PLAN

CIP SLAB ON GRADE

#4 @ 12" OC 3'-0"

3'-0"
#4 X CONT

3/4" X 16" SMOOTH DOWEL
W/SLEEVE OR PRE-ATTACHED
POLYETHYLENE COVERING @
12" OC

TOOLED JOINT W/SEALANT,
REFER TO DET 1/SF541

2
1

WALL/DOOR, BEYOND
.

.

PCC SHEAR WALL

CONSTRUCTION
JOINT

COMPRESSIBLE JOINT FILLER WITH
SEALANT. REFER TO DET 8/SF541

CONSTRUCTION
JOINT, REFER TO DET
2 OR 3/SB501
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FOR AREA BOUNDED BY B-C,4-12 PROVIDE #4 @ 18"
EACH WAY IN SLAB-ON-GRADE. DO NOT TERMINATE
REINFORCEMENT AT CONSTRUCTION JOINTS. OMIT
SMOOTH DOWLS AT CONSTRUCTION JOINTS.
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98.79'
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TYP
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"
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'-7
 1
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"

20'-0" 1'-3"

30
'-7

"

22'-7"

TO FF EL 98.38'

3
BID DEDUCT, TYP

4'-6"

TO FF EL 99.83'

TO FF EL 99.83'

TO FF EL 99.00'

SP

SP

SLAB-ON-GRADE SHEET NOTES:

3

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

ALT DESCRIPTION (REFER TO SHEET GI103 FOR MORE INFORMATION)
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CONSTRUCT PARKING GARAGE

NORTH

 3/32" = 1'-0"1 LEVEL 1 PLAN - STRUCTURAL

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

10. CONTROL JOINTS IN SLAB-ON-GRADE SHALL BE
HAND-TOOLED IN ACCORDANCE WITH DETAIL 1/SF541 OR
SAW CUT AND ROUTED IN ACCORDANCE WITH DETAIL
12/SF541.

11. ROUT & SEAL CRACKS IN THE SLAB-ON-GRADE, REFER TO
DETAIL 9/SF541.

12. WORK SHALL INCLUDE ALL NECESSARY ACCOMMODATIONS
FOR HOT AND COLD WEATHER CONCRETE INSTALLATIONS
INCLUDING, BUT NOT LIMITED TO, NIGHT PLACEMENT,
EVAPORATION REDUCING, HEATING, BLANKETS,
ADMIXTURES, ETC.  REFER TO SPEC SECTION 033000.

13. FOR COLUMN ISOLATION JOINTS, REFER TO DETAILS 6 AND
14/SB501.

14. FOR COLUMN DETAILS REFER TO SHEET SF511.
15. FOR WALL DETAILS, REFER TO DETAILS 12 AND 15/SB501.
16. FOR MASONRY DETAILS, REFER TO DETAILS 7, 8, 9, AND

10/SF551.
17 FOR FALL PROTECTION SYSTEM ANCHORAGE, REFER TO

DETAIL 11/SF551 AND ARCHITECTURAL DRAWINGS.
18 REFER TO PLUMBING DRAWINGS FOR DRAIN AND PIPE SIZES.

NO PIPING SHALL BE INSTALLED WITH LESS THAN 8’-4”
HEADROOM CLEARANCE UNLESS IT IS IMMEDIATELY
ADJACENT TO A WALL OR COLUMN LINE WHERE IT CANNOT
BE HIT BY A VEHICLE OR PEDESTRIAN.

19 ALL VERTICAL RISERS FOR PLUMBING, ELECTRICAL, AND
MECHANICAL SYSTEMS SHALL BE PROTECTED BY STEEL PIPE
GUARDS, REFER TO DETAILS 5 & 6/SF551.

20 FD REPRESENTS A FLOOR DRAIN CAST IN CONCRETE SLAB.
FOR ADDITIONAL INFORMATION, REFER TO DETAIL 8/SB501
AND PLUMBING DRAWINGS.

21 SP REPRESENTS A STAND PIPE LOCATION.  FOR ADDITIONAL
INFORMATION, REFER TO FIRE PROTECTION DRAWINGS.

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE
LOCATIONS, AND BLOCKOUTS WITH ALL OF THE PROJECT
CONSULTANT DRAWINGS.

2. INDICATES PLAN MATCH LINE.
3. FOR GENERAL NOTES, REFER TO SHEET SI001.
4. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS,

REFER TO GENERAL NOTES SHEET SI001.
5. REFERENCE ELEVATION: 100.00” = 249.67' ABOVE MEAN SEA

LEVEL..
6. FLOOR ELEVATIONS AS SHOWN DESIGNATE TOP CONCRETE

SLAB AT COLUMN CENTER LINES.  ELEVATIONS DO NOT
INCLUDE CONCRETE WASHES OR CURBS UNLESS
SPECIFICALLY NOTED.  FOR FLOOR ELEVATION KEYS, REFER
TO SHEET SF551.  FOR FLOOR ELEVATIONS BETWEEN POINTS
SHOWN, USE STRAIGHT LINE INTERPRETATION.  SLOPE SLAB
TO DRAIN.

7. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK
CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR
IMPORTED SOILS PLACED AND COMPACTED IN ACCORDANCE
WITH GEOTECHNICAL EARTHWORK REQUIREMENTS.
PROVIDE A 4” MINIMUM SUBBASE LAYER OF COMPACTED
FREE DRAINING GRANULAR MATERIAL.  SLAB-ON-GRADE
SHALL BE REINFORCED WITH EITHER STRUCTURAL MACRO
FIBERS OR REINFORCING BARS AS INDICATED IN PLANS.

8. PROVIDE VAPOR BARRIER IMMEDIATELY BELOW CONCRETE
SLAB-ON-GRADE FOR ALL ENCLOSED ROOMS.  DO NOT
PROVIDE VAPOR BARRIER IN PARKING AND DRIVE AREAS OR
IN STAIR LOBBIES.

9. FOR SEALANT AND EXPANSION JOINT DETAILS, REFER TO
SHEET SF541.
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SUPPORTED LEVEL SHEET NOTES:

3

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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LEVEL 2 PLAN - STRUCTURAL

04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

NORTH

 3/32" = 1'-0"1 LEVEL 2 PLAN - STRUCTURAL

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

14. PROVIDE CONCRETE SEALER ON ALL SLAB SURFACES EXPOSED TO
THE SKY AS INDICATED IN GENERAL NOTE 7.1.

15. WORK SHALL INCLUDE ALL NECESSARY ACCOMMODATIONS FOR HOT
AND COLD WEATHER CONCRETE INSTALLATIONS INCLUDING, BUT
NOT LIMITED TO, NIGHT PLACEMENT, EVAPORATION REDUCING,
HEATING, BLANKETS, ADMIXTURES, ETC.  REFER TO SPEC SECTION
033000.

16. FOR MASONRY DETAILS, REFER TO DETAILS 7, 8, 9, AND 10/SF551.
17. FOR FALL PROTECTION SYSTEM ANCHORAGE, REFER TO DETAIL

11/SF551 AND ARCHITECTURAL DRAWINGS.
18 REFER TO PLUMBING DRAWINGS FOR DRAIN AND PIPE SIZES.  NO

PIPING SHALL BE INSTALLED WITH LESS THAN 8’-4” HEADROOM
CLEARANCE UNLESS IT IS IMMEDIATELY ADJACENT TO A WALL OR
COLUMN LINE WHERE IT CANNOT BE HIT BY A VEHICLE OR
PEDESTRIAN.

19 ALL VERTICAL RISERS FOR PLUMBING, ELECTRICAL, AND
MECHANICAL SYSTEMS SHALL BE PROTECTED BY STEEL PIPE
GUARDS, REFER TO DETAILS 5 & 6/SF551.

20 ALL PIPING FLOOR PENETRATIONS SHALL HAVE PVC COLLARS TO
ELIMINATE FLOODING FROM FLOOR TO FLOOR, REFER TO DETAIL
4/SF551.

21 FD REPRESENTS A FLOOR DRAIN CAST IN CONCRETE SLAB.  FOR
ADDITIONAL INFORMATION, REFER TO DETAIL 8/SB501 AND PLUMBING
DRAWINGS.

22 SP REPRESENTS A STAND PIPE LOCATION.  FOR ADDITIONAL
INFORMATION, REFER TO FIRE PROTECTION DRAWINGS.

23 FOR LIGHT POLE LOCATIONS, REFER TO LIGHTING DRAWINGS.

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. INDICATES PLAN MATCH LINE.
3. FOR GENERAL NOTES, REFER TO SHEET SI001.
4.  FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES, SHEET SI001.
5. REFERENCE ELEVATION: 100.00' = 249.67' ABOVE MEAN SEA LEVEL.
6. FLOOR ELEVATIONS AS SHOWN DESIGNATE TOP CONCRETE SLAB AT

COLUMN CENTER LINES.  ELEVATIONS DO NOT INCLUDE CONCRETE
WASHES OR CURBS UNLESS SPECIFICALLY NOTED.  FOR FLOOR
ELEVATION KEYS, REFER TO SHEET SF551.  FOR FLOOR ELEVATIONS
BETWEEN POINTS SHOWN, USE STRAIGHT LINE INTERPRETATION.
SLOPE SLAB TO DRAIN.

7. FOR PRECAST FRAMING DETAILS AND NOTES, REFER TO SHEETS
SF521, SF531, AND SF532.

8. FOR TYPICAL PRE-TOPPED DOUBLE TEE PROFILE, REFER TO DETAIL
5/SF531.

9. PROVIDE CAST-IN-PLACE CONCRETE TOPPING AT STAIRS AND
PERIMETER TO PROVIDE NECESSARY SLOPES AND CONTINUOUS
CHORD STEEL REINFORCEMENT.

10. FOR SEALANT AND EXPANSION JOINT DETAILS, REFER TO SHEET
SF541.

11. ALL CONTROL JOINTS IN CONCRETE TOPPING SHALL BE
HAND-TOOLED.  SAW CUT JOINTS ARE NOT ALLOWED.  REFER TO
DETAILS 1 & 2/SF541.

12. ROUT & SEAL ALL CRACKS THAT APPEAR IN THE CIP TOPPING, REFER
TO DETAIL 9 & 10/SF541.

13. INDICATES DECK COATING, REFER TO DETAILS 13-17/S5.41 FOR
ADDITIONAL INFORMATION.
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SUPPORTED LEVEL SHEET NOTES:

3

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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SF103
ELMFGE

LEVEL 3 PLAN - STRUCTURAL

04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

NORTH

 3/32" = 1'-0"1 LEVEL 3 PLAN - STRUCTURAL

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

14. PROVIDE CONCRETE SEALER ON ALL SLAB SURFACES EXPOSED TO
THE SKY AS INDICATED IN GENERAL NOTE 7.1.

15. WORK SHALL INCLUDE ALL NECESSARY ACCOMMODATIONS FOR HOT
AND COLD WEATHER CONCRETE INSTALLATIONS INCLUDING, BUT
NOT LIMITED TO, NIGHT PLACEMENT, EVAPORATION REDUCING,
HEATING, BLANKETS, ADMIXTURES, ETC.  REFER TO SPEC SECTION
033000.

16. FOR MASONRY DETAILS, REFER TO DETAILS 7, 8, 9, AND 10/SF551.
17. FOR FALL PROTECTION SYSTEM ANCHORAGE, REFER TO DETAIL

11/SF551 AND ARCHITECTURAL DRAWINGS.
18 REFER TO PLUMBING DRAWINGS FOR DRAIN AND PIPE SIZES.  NO

PIPING SHALL BE INSTALLED WITH LESS THAN 8’-4” HEADROOM
CLEARANCE UNLESS IT IS IMMEDIATELY ADJACENT TO A WALL OR
COLUMN LINE WHERE IT CANNOT BE HIT BY A VEHICLE OR
PEDESTRIAN.

19 ALL VERTICAL RISERS FOR PLUMBING, ELECTRICAL, AND
MECHANICAL SYSTEMS SHALL BE PROTECTED BY STEEL PIPE
GUARDS, REFER TO DETAILS 5 & 6/SF551.

20 ALL PIPING FLOOR PENETRATIONS SHALL HAVE PVC COLLARS TO
ELIMINATE FLOODING FROM FLOOR TO FLOOR, REFER TO DETAIL
4/SF551.

21 FD REPRESENTS A FLOOR DRAIN CAST IN CONCRETE SLAB.  FOR
ADDITIONAL INFORMATION, REFER TO DETAIL 8/SB501 AND PLUMBING
DRAWINGS.

22 SP REPRESENTS A STAND PIPE LOCATION.  FOR ADDITIONAL
INFORMATION, REFER TO FIRE PROTECTION DRAWINGS.

23 FOR LIGHT POLE LOCATIONS, REFER TO LIGHTING DRAWINGS.

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. INDICATES PLAN MATCH LINE.
3. FOR GENERAL NOTES, REFER TO SHEET SI001.
4.  FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES, SHEET SI001.
5. REFERENCE ELEVATION: 100.00' = 249.67' ABOVE MEAN SEA LEVEL.
6. FLOOR ELEVATIONS AS SHOWN DESIGNATE TOP CONCRETE SLAB AT

COLUMN CENTER LINES.  ELEVATIONS DO NOT INCLUDE CONCRETE
WASHES OR CURBS UNLESS SPECIFICALLY NOTED.  FOR FLOOR
ELEVATION KEYS, REFER TO SHEET SF551.  FOR FLOOR ELEVATIONS
BETWEEN POINTS SHOWN, USE STRAIGHT LINE INTERPRETATION.
SLOPE SLAB TO DRAIN.

7. FOR PRECAST FRAMING DETAILS AND NOTES, REFER TO SHEETS
SF521, SF531, AND SF532.

8. FOR TYPICAL PRE-TOPPED DOUBLE TEE PROFILE, REFER TO DETAIL
5/SF531.

9. PROVIDE CAST-IN-PLACE CONCRETE TOPPING AT STAIRS AND
PERIMETER TO PROVIDE NECESSARY SLOPES AND CONTINUOUS
CHORD STEEL REINFORCEMENT.

10. FOR SEALANT AND EXPANSION JOINT DETAILS, REFER TO SHEET
SF541.

11. ALL CONTROL JOINTS IN CONCRETE TOPPING SHALL BE
HAND-TOOLED.  SAW CUT JOINTS ARE NOT ALLOWED.  REFER TO
DETAILS 1 & 2/SF541.

12. ROUT & SEAL ALL CRACKS THAT APPEAR IN THE CIP TOPPING, REFER
TO DETAIL 9 & 10/SF541.

13. INDICATES DECK COATING, REFER TO DETAILS 13-17/S5.41 FOR
ADDITIONAL INFORMATION.
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CHORD REINF (3)#5

CHORD REINF (3)#5

CHORD REINF (6)#8

CHORD REINF (3)#7

CHORD REINF (3)#7

CHORD REINF (5) #7 CONT, TYP UNO

CHORD REINF (3)#5

CHORD REINF (5)#7

BID DEDUCT, TYP

CLOSURE PANEL FOR
BID DEDUCT #4

5

SF521

SP

SP

SP

SUPPORTED LEVEL SHEET NOTES:

3

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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15.1003
CONSTRUCT PARKING GARAGE

NORTH

 3/32" = 1'-0"1 LEVEL 4 PLAN - STRUCTURAL

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

14. PROVIDE CONCRETE SEALER ON ALL SLAB SURFACES EXPOSED TO
THE SKY AS INDICATED IN GENERAL NOTE 7.1.

15. WORK SHALL INCLUDE ALL NECESSARY ACCOMMODATIONS FOR HOT
AND COLD WEATHER CONCRETE INSTALLATIONS INCLUDING, BUT
NOT LIMITED TO, NIGHT PLACEMENT, EVAPORATION REDUCING,
HEATING, BLANKETS, ADMIXTURES, ETC.  REFER TO SPEC SECTION
033000.

16. FOR MASONRY DETAILS, REFER TO DETAILS 7, 8, 9, AND 10/SF551.
17. FOR FALL PROTECTION SYSTEM ANCHORAGE, REFER TO DETAIL

11/SF551 AND ARCHITECTURAL DRAWINGS.
18 REFER TO PLUMBING DRAWINGS FOR DRAIN AND PIPE SIZES.  NO

PIPING SHALL BE INSTALLED WITH LESS THAN 8’-4” HEADROOM
CLEARANCE UNLESS IT IS IMMEDIATELY ADJACENT TO A WALL OR
COLUMN LINE WHERE IT CANNOT BE HIT BY A VEHICLE OR
PEDESTRIAN.

19 ALL VERTICAL RISERS FOR PLUMBING, ELECTRICAL, AND
MECHANICAL SYSTEMS SHALL BE PROTECTED BY STEEL PIPE
GUARDS, REFER TO DETAILS 5 & 6/SF551.

20 ALL PIPING FLOOR PENETRATIONS SHALL HAVE PVC COLLARS TO
ELIMINATE FLOODING FROM FLOOR TO FLOOR, REFER TO DETAIL
4/SF551.

21 FD REPRESENTS A FLOOR DRAIN CAST IN CONCRETE SLAB.  FOR
ADDITIONAL INFORMATION, REFER TO DETAIL 8/SB501 AND PLUMBING
DRAWINGS.

22 SP REPRESENTS A STAND PIPE LOCATION.  FOR ADDITIONAL
INFORMATION, REFER TO FIRE PROTECTION DRAWINGS.

23 FOR LIGHT POLE LOCATIONS, REFER TO LIGHTING DRAWINGS.

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. INDICATES PLAN MATCH LINE.
3. FOR GENERAL NOTES, REFER TO SHEET SI001.
4.  FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES, SHEET SI001.
5. REFERENCE ELEVATION: 100.00' = 249.67' ABOVE MEAN SEA LEVEL.
6. FLOOR ELEVATIONS AS SHOWN DESIGNATE TOP CONCRETE SLAB AT

COLUMN CENTER LINES.  ELEVATIONS DO NOT INCLUDE CONCRETE
WASHES OR CURBS UNLESS SPECIFICALLY NOTED.  FOR FLOOR
ELEVATION KEYS, REFER TO SHEET SF551.  FOR FLOOR ELEVATIONS
BETWEEN POINTS SHOWN, USE STRAIGHT LINE INTERPRETATION.
SLOPE SLAB TO DRAIN.

7. FOR PRECAST FRAMING DETAILS AND NOTES, REFER TO SHEETS
SF521, SF531, AND SF532.

8. FOR TYPICAL PRE-TOPPED DOUBLE TEE PROFILE, REFER TO DETAIL
5/SF531.

9. PROVIDE CAST-IN-PLACE CONCRETE TOPPING AT STAIRS AND
PERIMETER TO PROVIDE NECESSARY SLOPES AND CONTINUOUS
CHORD STEEL REINFORCEMENT.

10. FOR SEALANT AND EXPANSION JOINT DETAILS, REFER TO SHEET
SF541.

11. ALL CONTROL JOINTS IN CONCRETE TOPPING SHALL BE
HAND-TOOLED.  SAW CUT JOINTS ARE NOT ALLOWED.  REFER TO
DETAILS 1 & 2/SF541.

12. ROUT & SEAL ALL CRACKS THAT APPEAR IN THE CIP TOPPING, REFER
TO DETAIL 9 & 10/SF541.

13. INDICATES DECK COATING, REFER TO DETAILS 13-17/S5.41 FOR
ADDITIONAL INFORMATION.
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BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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15.1003
CONSTRUCT PARKING GARAGE

 3/32" = 1'-0"
1 EAST ELEVATION - STRUCTURAL

 3/32" = 1'-0"
2 WEST ELEVATION - STRUCTURAL

 3/32" = 1'-0"
3 SOUTH ELEVATION - STRUCTURAL

 3/32" = 1'-0"
4 NORTH ELEVATION - STRUCTURAL
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BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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CONSTRUCT PARKING GARAGE

 3/32" = 1'-0"
1 BUILDING SECTION AT GRID B (LOOKING SOUTH)

 3/32" = 1'-0"
2 BUILDING SECTION AT GRID B (LOOKING NORTH)

 3/32" = 1'-0"
3 BUILDING SECTION AT GRID 12 (LOOKING WEST)

 3/32" = 1'-0"
4 BUILDING SECTION AT GRID 3 (LOOKING EAST)
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SHEET NOTES:

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

NORTH

 1/4" = 1'-0"1 STAIR-ELEVATOR - LEVEL 1 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"2 STAIR-ELEVATOR - LEVEL 2 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"3 STAIR-ELEVATOR - LEVEL 3 PLAN - STRUCTURAL

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.
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SHEET NOTES:

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

NORTH

 1/4" = 1'-0"1 STAIR-ELEVATOR - LEVEL 4 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"2 STAIR-ELEVATOR - ROOF PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"3 INTERMEDIATE ROOF - STRUCTURAL

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.
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SHEET NOTES:

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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 1/4" = 1'-0"1 SW STAIR - LEVEL 1 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"2 SW STAIR - LEVEL 2 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"3 SW STAIR - LEVEL 3 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"4 SW STAIR - LEVEL 4 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"5 SW STAIR - ROOF PLAN - STRUCTURAL

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.
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SHEET NOTES:

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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15.1003
CONSTRUCT PARKING GARAGE

NORTH

 1/4" = 1'-0"1 NE STAIR - LEVEL 1 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"2 NE STAIR - LEVEL 2 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"3 NE STAIR - LEVEL 3 PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"5 NE STAIR - ROOF PLAN - STRUCTURAL

NORTH

 1/4" = 1'-0"4 NE STAIR - LEVEL 4 PLAN - STRUCTURAL

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.
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15.1003
CONSTRUCT PARKING GARAGE

NORTH

 1/4" = 1'-0"1 ENLARGED PLAN - LEVEL 1

1. COORDINATE ALL DIMENSIONS, DETAILS, FINISHES, TIE LOCATIONS,
AND BLOCKOUTS WITH ALL OF THE PROJECT CONSULTANT
DRAWINGS.

2. FOR GENERAL NOTES, REFER TO SHEETS SI001.
3. FOR EXPLANATION OF NOTATIONS AND ABBREVIATIONS, REFER TO

GENERAL NOTES SHEET SI001.
4. REFERENCE ELEVATION: 100’-0” = 249’-8” ABOVE MEAN SEA LEVEL.
5. FOR TYPICAL FOUNDATIONS AND SLAB-ON-GRADE DETAILS, REFER

TO SHEET SB501.
6. SLAB-ON-GRADE SHALL CONSIST OF A MINIMUM OF 5” THICK

CONCRETE OVER 12” MINIMUM APPROVED ON-SITE OR IMPORTED
SOILS PLACED AND COMPACTED IN ACCORDANCE WITH
GEOTECHNICAL EARTHWORK REQUIREMENTS.  PROVIDE A 4”
MINIMUM SUBBASE LAYER OF COMPACTED FREE DRAINING
GRANULAR MATERIAL.  SLAB-ON-GRADE SHALL BE REINFORCED
WITH EITHER STRUCTURAL MACRO FIBERS OR REINFORCING BARS
AS INDICATED IN PLANS.

7. FOR SEALANT DETAILS, REFER TO SHEET SF541.
8. FOR ROOF DECK AND PENETRATION DETAIL, REFER TO DETAILS 12

& 13/SF551.
9. FOR COLUMN DETAILS, REFER TO SHEET SF511.
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 3/4" = 1'-0"
1 COLUMN LIGHT POLE BASE DETAIL

 3/4" = 1'-0"
2 PCC COLUMN POCKET DETAIL

 3/4" = 1'-0"
3 PCC COLUMN HAUNCH AND SHEAR WALL DETAIL

 3/4" = 1'-0"
4 PCC COLUMN BASE DETAIL

 3/4" = 1'-0"
5 PCC CORNER COLUMN DETAIL

 3/4" = 1'-0"
6 TYP EXTERIOR PCC COLUMN DETAIL

 3/4" = 1'-0"
7 PCC CORNER COLUMN BASE DETAIL

 3/4" = 1'-0"
8 TYP EXTERIOR PCC COLUMN BASE DETAIL

 1 1/2" = 1'-0"
9 BEARING DETAIL

 3/4" = 1'-0"
10 PCC COLUMN DETAIL

 3/4" = 1'-0"
11 PCC STAIR CORNER COLUMN DETAIL



.
1'-3"

10" 3'-0" WASH

3'
-6

" M
IN

3"
1/

2"
 M

IN
VA

R
IE

S

6'
-1

0"

1/
2"

CONN BY PCC MFR

CONC DAM

PCC TEE BRG POCKET
IN PCC SPANDREL BM

BEARING PAD

PCC COLUMN, BEYOND PRETOPPED PCC TEE

CIP TOPPING

TOOLED JT &
SEALANT, REF DET 1
OR 2/SF541

REINF, REFER TO PLAN

TOP OF COL
@ TOP LEVEL

POCKETED SPANDREL &
COLUMN BRACKET,
REFER TO DETAIL 4/SF521

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET 3
OR 4/SF541

.
1'-3"

10"
WASH
3'-0"

3'
-6

" M
IN

3"

1/
2"

CONN BY PCC MFR

CONC DAM

PCC COLUMN

BRG PAD

CIP TOPPING

TOOLED JT &
SEALANT, REF DET
1/SF541

REINF, REFER TO PLAN

TOP OF COL
@ TOP LEVEL

PCC BEAM

PRETOPPED
PCC TEE

6'
-1

0"

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET 3
OR 4/SF541

CONN BY PCC MFR

BEARING
PAD

COL HAUNCH FOR
SPANDREL BEARING

.

1 
1/

2"
.

3'
-6

"

1/
2"

6'-0" WASH TYP UNO 6'-0" WASH TYP UNO

CIP POUR STRIP

#4 X 10'-0" @ 24" OC

(2) #4 X CONT,
TYP

PRETOPPED
PCC TEE

PCC BEAM

PCC COLUMN

PCC COLUMN CORBEL

BRG PADS

CONC DAM @ BOT
OF TEE FLANGE, TYP

REINF, REFER TO PLAN

TOOLED JT & SEALANT,
REF DET 1/SF541

REINF, REFER TO
BEAM TYPE

TOP OF COL @ TOP LEVEL

REFER TO SF201 AND SF301

3'
-0

"

TOS EL

REF PLANS

.

CIP TOPPING

REINF, REFER TO PLAN

TOOLED JT &
SEALANT, REF
DET 1 OR
2/SF541

5". 5".
TYP

3'-0" WASH

3"
 T

YP

PCC LIGHT WALL

PCC CORBEL, TYP

PRETOPPED PCC TEE

BRG PADS

PRETOPPED PCC TEE

CONC DAM, TYP

STRAND RAIL AND CHAIN
LINK FENCE, REFER TO
DET 10/SF521

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET 3
OR 4/SF541

TOS EL

REF PLANS

.

CIP POUR STRIP

5". 5".
TYP

3'-0" WASH

PCC LIGHT
WALL BEYOND

PRETOPPED PCC
TEE BEYOND

PRETOPPED PCC
TEE BEYOND

STRAND RAIL AND CHAIN
LINK FENCE, REFER TO
DET 10/SF521

CONC DAM
BEYOND, TYP

3"
 T

YP

3"

CIP TOPPING

.

.

2"
1'

-0
"

10
"

1'
-6

"

3"
1'

-4
"

1'
-4

"
3"

3'
-6

"

PCC COLUMN

PCC TEE

BARRIER STRAND

PCC LIGHT WALL

VINYL COATED CHAIN LINK

1/2" Ø X 1 1/2" STAINLESS STL
EYEBOLT THREADED INTO DROP-IN
ANCHOR, THREE PER TERMINATION,
TYP

3/16" Ø X 3/4" PVC COATED STEEL
TENSION BAR

PCC LIGHT WALL

BARRIER STRAND, TYP

VINYL COATED CHAIN LINK
FENCE ATTACHED TO
BARRIER STRAND W/9 GA
VINYL COATED ALUMINUM
WIRE AT 16" OC MAX

PCC COLUMN

LINE OF CONC WASH
AT FACE OF COLUMN

A A

VIEW A-A

REFER TO DET 5/S-521 FOR
STRESSING PROCEDURES

. .

. .

FIGURE 1

FIGURE 2

HYDRAULIC JACK STRESS FORCE
REQUIRED BY DESIGN

ANCHOR

UNSTRESSED BARRIER
STRANDS

COLUMN

UNSTRESSED BARRIER
STRANDS

COLUMN

STRESSED BARRIER
STRANDS

BACK-STRESSED
BARRIER STRANDS

COLUMN

STRESSING PROCEDURES

1. PLACE STRANDS THROUGH COLUMNS AND ANCHORS. INSERT WEDGES.
2. STRESS STRANDS (REFER TO FIGURE 1) TO A JACKING FORCE TO OBTAIN A MIN FINAL EFFECTIVE FORCE OF 3 KIPS AND SEAT

WEDGES.
3. BACK STRESS STRANDS (REFER TO FIGURE 2). NOTE: THE LOSS OF FORCES RESULTING FROM BACK-STRESSING SHALL BE

MONITORED TO ASSURE THAT FORCES SPECIFIED ARE ACHIEVED. THE BACK STRESSING PROCEDURE SHALL BE AS FOLLOWS:
A. STRESS STRANDS AS DIRECTED IN ITEM 2 ABOVE.
B. STRESS STRANDS 80% OF ULTIMATE STRAND STRENGTH ON THE OPPOSITE SIDE OF COLUMN IN ORDER TO PULL THE

WEDGES INTO THE ANCHOR. ENSURE THAT THE NOSE OF THE JACK BEARS ON THE SLOTTED STEEL PLATE, NOT THE
CONCRETE.

C. EACH INDIVIDUAL BARRIER STRAND SHALL BE COMPLETED AS ABOVE PRIOR TO MOVING ON TO THE NEXT STRAND.

.

PCC LIGHT WALL

PCC TEE
(4) 1/2" Ø X 1 1/2"
STAINLESS STL EYEBOLT
EVERY THIRD LIGHT
WALL COL

VINYL COATED CHAIN
LINK FENCE

BARRIER STRAND, TYP

NOTE:
FOR ADDL INFORMATION, REFER
TO DET 9 AND 11/SF5.21

.
6'

-1
0"

1'-3" 5" 10"
WASH
3'-0"

3'
-6

" M
IN

3"

CIP TOPPING

CONNECTION
BY PCC MFR

TOOLED JT &
SEALANT, REF DET 1
or 2/SF541

REINF, REFER TO PLAN

COVE SEALANT,
REFER TO DET 3
OR 4/SF541CONN BY PCC MFR

CONC DAM

PCC TEE BRG POCKET
IN PCC SPANDREL BM

BEARING PAD

BRG PADPCC COLUMN

1/
2"

 M
IN

VA
R

IE
S

TOP OF COL
@ TOP LEVEL

1/
2"

CONC DAM

PRETOPPED
PCC TEE

.

3'
-6

" M
IN

3"

BRG PAD

CIP TOPPING

TOOLED JT &
SEALANT, REF DET
4/SF541

REINF, REFER TO PLAN

PCC BEAM

6'
-1

0"

CONN BY PCC
MFR

1'-3" 5" 10"
WASH
3'-0"

PCC COLUMN

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET 6
OR 9/SF541

BLOCK OUT BEARING LEDGE @
PERIMETER COLUMNS

LEVEL 4

B
1'-3"

10" 3'-0" WASH

3'
-6

" M
IN

3"
1/

2"
 M

IN
VA

R
IE

S

VA
R

IE
S

6'
-1

0"
 T

O
 7

'-6
"

1/
2"

CONN BY PCC MFR

CONC DAM

PCC TEE BRG POCKET
IN PCC SPANDREL BM

BEARING PAD

PCC COLUMN, BEYOND PRETOPPED PCC TEE

CIP TOPPING

TOOLED JT &
SEALANT, REF DET
1/SF541

REINF, REFER TO PLAN

TOP OF COL
@ TOP LEVEL

8"

POCKETED SPANDREL &
COLUMN BRACKET,
REFER TO DETAIL 4/SF521

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET
3/SF541

REFER TO DET 2/SF301

B

3'-9"

1'-0"

6"
 C

LR

PCC IT BEAM

DRAINAGE SCUPPER. ALIGN
BOTTOM OF SCUPPER W/TO
DT PLACE TOPPING CONCRETE
THROUGH SCUPPER OPENING
TO FACILITATE DRAINAGE

PCC DT

PCC SHEAR WALL

2"
 N

O
M
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 3/4" = 1'-0"
3 PCC TEE TO PCC SPANDREL DETAIL

 3/4" = 1'-0"
4 PCC TEE TO PCC SPANDREL DETAIL

 3/4" = 1'-0"
5 PCC TEE TO PCC BEAM DETAIL

 3/4" = 1'-0"
6 PCC TEE TO PCC LIGHT WALL DETAIL

 3/4" = 1'-0"
7 TEE EDGE DETAIL @ LIGHT WALL OPENINGS

 3/4" = 1'-0"
9 BARRIER STRAND DETAIL

 1/4" = 1'-0"
11 BARRIER STRAND DETAIL

 3/4" = 1'-0"
10 BARRIER STRAND DETAIL

 3/4" = 1'-0"
1 PCC TEE TO PCC SPANDREL DETAIL

 3/4" = 1'-0"
2 PCC TEE TO PCC SPANDREL DETAIL

 3/4" = 1'-0"
8 PCC TEE TO PCC SPANDREL DETAIL

 3/4" = 1'-0"
12 DRAINAGE SCUPPER DETAIL



. .

±15'-6" ±15'-6"

INTO BLOCKOUT

NOTCH FLANGE
& EXTEND WWF

12'-0".

3'-0". 6'-0". 3'-0".

2'
-6

".

4"
.

SIDE ELEVATION

SECTION A-A

A

A

6" WIDE x 4" HIGH
BLOCKOUT, ALIGN IN
TOP OF TEE STEM, TYP

TEE

DAPPED BRG
REFER TO DET
2/SF531

UNDAPPED BRG
REFER TO DET
1/SF531

CG PRESTRESSING
STRANDS

ADDITIONAL LAYER
OF WWF

WWF

A

A

AROUND DRAIN
1'-0" WASH

1/
2"

 W
AS

H

SEALANT, REFER TO
DET 11/SF541

REMOVE BACKER ROD
AFTER STRIPPING FORM

CONC TOPPING

PCC TEE

FLOOR DRAIN SYSTEM,
REFER TO MECH

(2) #4, REFER TO
DET 8/SB501

3".

1"

PCC TEE FLANGE

MECH OR
ELEC RISER

COVE SEALANT,
REFER TO DET 3 OR
4/SF541

PVC PIPE SLEEVE

SEALANT, REFER
TO DET 6/SF541

2"

1
5.00°

Ash

ERECTION DAP AS
REQUIRED BY PCC

BEARING PLATE

Acv

Av

Avf

ERECTION DAP AS
REQUIRED BY PCC

BEARING PLATE

Acv

Av

Avf

Avh

Ash

1/4" +/-

1" +/-

PROVIDE SEALANT INTEGRAL
W/SEALANT BEYOND, REFER TO DET
5/SF541, TYP. REFER TO DETAIL 1 OR
2/SF541 @ CIP WASHES

SS BAR 1/4" X 1 1/4" X 6" W/
(2) 1/2" DBA X 1'-6" @ 6" OC PROVIDE BLOCKOUT 3/8" X 3/4" X 6"

W/1/4" TOOLED RADIUS

SMOOTH ROUND BAR X 4"NOTE:
BARS OF VARIOUS SIZED MAY BE REQUIRED DEPENDING UPON FIELD CONDITIONS. PRE CASTER SHALL KEEP
ADEQUATE SUPPLY OF SIZES ON SITE TO FACILITATE ERECTION.

3/
4"

PRETOPPED PCC
TEE FLANGE

3/4" MAX

SEALANT, REFER TO DET 5/SF541

PCC TEE FLANGE

1/4" +/-

BACKER ROD CONT
BETWEEN
CONNECTIONS

EXTERIOR
FACE OF
PCC SPANDREL

2" 3/4"

3/
4"

8"

1" CL

HOLD
1/2"

MIN
1"

BEARING PAD
EPOXY TO BOT
OF BEAM

CHAMFER

BRG PL

PCC BEAM

LEDGE OR
CORBEL

8"

POCKET

1" CL, 1/2" @
SPANDREL

HOLD
1/2"

POCKET

1" CL, 1/2" @
SPANDRELMIN

1"

PCC TEE
STEM

LEDGE OR
CORBEL

BEARING PAD
EPOXY TO BOT
OF PCC TEE

BRG ANGLE

BEARING PLATE,
REFER TO DETAILS
2 & 3/S-521

TOS EL

REF PLANS

CIP POUR STRIP

CONNECTION BY PCC
MFR

REINF, REFER TO PLAN

COVE SEALANT, REF
DET 3 OR 4/SF541

3"
 T

YP

SPANDREL OR WALL

PRETOPPED PCC TEE

CONC DAM, TYP

WASH
3'-0"

WWF BY PCC
MFR

SEALANT, REFER TO
DET 1 OR 2/SF541
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 12" = 1'-0"
5 PCC DOUBLE TEE (PRE-TOPPED) PROFILE

 1" = 1'-0"
3 FLOOR DRAIN DETAIL

 1" = 1'-0"
4 SLAB SLEEVE DETAIL

 3/4" = 1'-0"
1 PCC UNDAPPED TEE DETAIL

 3/4" = 1'-0"
2 PCC DAPPED TEE DETAIL

 3" = 1'-0"
6 PCC TEE JOINT DETAIL

 3" = 1'-0"
7 PCC TEE JOINT DETAIL

 6" = 1'-0"
8 DRIP DETAIL

 1 1/2" = 1'-0"
9 BEAM BEARING DETAIL

 1 1/2" = 1'-0"
10 TEE BEARING DETAIL

 3/4" = 1'-0"
11 PRE-TOPPED DETAIL



.

.

1" TYP
CONC COL

EMBED PLATE
BY PCC MFR

CONNECTION BY
PCC MFR

PCC SPANDREL

NEOPRENE PAD

CONNECTION PLATE

EMBED PLATE
EMBED PLATE

TYP, 3
SIDES

1" TYP

T
O

P
 O

F
 P

L
1"

 R
E

C
E

S
S

 T
O

NEOPRENE SHIM PAD
GLUE PAD TO COL

PCC COL

COIL ROD W/ INSERT
& PL WASHER & NUT BY
PCC MFR

PCC BEAM

PIPE SLEEVE

GROUT POCKET
GROUTED BY PCC
MFR OR PLASTIC
COVER BY PCC MFR

GROUT

DOWEL

BASE PLATE

ANGLES

PCC WALL

MIN
2" CL

BEARING PLATE
BY PCC MFR

CORBEL REINF
WELD TO PLATE

CORBEL TIES

ADDL (3) TIES @ 4" OC
ABOVE & BELOW
CORBEL, TYP

8"

1"

8"
8"

  M
IN

.

3 SIDES

VERT WALL REINF

WELDED DOWEL

    WALL

CIP CONC WALLBASE PLATE W/ WELDED
ANCHORS, TO BE PROVIED
BY PCC & INSTALLED BY GC

GROUT AND SHIM
BY PCC MFR

PCC  WALL PANEL

TOW

REFER TO SECTION

4

SF532

TOW

REFER TO SECTION

PLAN

SECTION A-A

AA

GALV BASE PLATE W/
WELDED ANCHORS TO
BE PROVIDED BY
PCC MFR & INSTALLED
BY GC FOR
FOUNDATION WALL

GROUT SOLID AFTER
ERECTION BY PCC MFR

PRECAST LIGHT WALL

GALV ANGLES, TYP

LIGHTWALL OR FOUNDATION
WALL, REFER TO FOUNDATION
DWG FOR ADDL INFO NOT
SHOWN

2"
 @

 C
IP

1"
  @

 P
C

C

CL
1"

10"

5"
5"

6"

8" 8"

1'-4" 1/2" 1/2"

8"
2"

A.B.

A.
B.

10" PCC
LIGHT WALL

NOTE:
1. REFER TO DET 1/SF511 FOR ADDL INFORMATION
2. COORDINATE POLE BASE LOCATION W/ELECTRICAL.

ANCHOR BOLTS, COORD W/ LIGHT
POLE SUPPLIER FOR BOLT SIZE,
LENGTH, AND PATTERN

.

B

9

SF532

11". 5"

4'
-6

"

6". 10"

10" PCC LIGHT WALL

CONN BY
PCC MANUFACTURER, TYP

#5 @ CORNERS

#4 TIES @ 12" OC, TYP.
W (3) ADDL @ 3" OC
TOP & BOTTOM

B

SF511

1

*

*

* = DIMENSIONS BY
ELEVATOR SUPPLIER

SILL ANGLE BY ELEVATOR
SUPPLIER

EMBED BY PCC MFR

1 
1/

2"
3"

1 
1/

2"

6"
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 3/4" = 1'-0"
1 PCC CONNECTION DETAIL

 1 1/2" = 1'-0"
2 PCC CONNECTION DETAIL

 3/4" = 1'-0"
3 PCC CONNECTION DETAIL

 1 1/2" = 1'-0"
4 PCC LIGHT WALL BASE DETAIL

 1 1/2" = 1'-0"
6 PCC LIGHT WALL DETAIL

 1 1/2" = 1'-0"
7 PCC CONNECTION DETAIL

 1" = 1'-0"
8 PCC CONNECTION DETAIL

 3/4" = 1'-0"
5 LIGHTWALL LIGHT POLE BASE DETAIL

 3/4" = 1'-0"
9 LIGHT POLE BASE DETAIL

 1 1/2" = 1'-0"
10 ELEVATOR SILL DETAIL



3 1/2" 3 1/2"
NOM

1 1/2"*

1/
8"

POLYMERIC
CONCRETE NOSING

EXTRUDED
THERMOPLASTIC
GLAND

TOOL OR
GRIND EDGE

ENLARGED SECTION

NOTES:
1. JOINT WIDTH (*) IS DEPENDENT ON TEMPERATURE & SHOULD BE REVIEWED BY

MANUFACTURER
2. REFER TO DETAIL 19/SF541 FOR CONDITION AT WALL/COLUMN
3. PROVIDE WATSON-BOWMAN ME-225 OR APPROVED EQUAL AT TRANSITION FROM SLAB ON

GRADE TO SUPPORTED SLAB.

3/
4"

18
/S

F5
41

R
EF

ER
 T

O
 D

ET

CONCRETE SLAB BEYOND

EXPANSION JOINT GLAND.
CUT OFF WINGS, SPLICE
AND TURN DOWN FLUSH
W/ BOTTOM OF SLAB

DETAIL A-A
SCALE 3" = 1'-0"

A A

PCC SPANDREL
BEAM

PCC COLUMN

COVE SEALANT, REFER
TO DET 3 OR 4/SF541

CONC WASH

PCC TEE

SEALANT, REFER TO
DET 5/SF541

SEALANT, REFER TO DET 1 OR 2/SF541

SEALANT, REFER
TO DET 5/SF541

PCC COLUMN

CONC WASH

PCC TEE
PCC
SPANDREL
BEAM

SEALANT,
REFER TO DET
6/SF541

COVE SEALANT, REFER
TO DET 3 OR 4/SF541

CONC WASH

PCC TEE

SEALANT, REFER
TO DET 5/SF541

SEALANT, REFER TO
DET 1 OR 2/SF541

PCC LIGHTWALL

PCC TEE

SEALANT, REFER
TO DET 5/SF541

SEALANT, REFER
TO DET 1/SF541

PCC BEAM

SEALANT, REFER
TO DET 5/SF541

SEALANT, REFER
TO DET 5/SF541

1/2"

1"

1/
2"

GRIND
EDGE

SEALANT

TOOLED
JOINT

BACKER ROD

1"

1/
2"

1/2"

GRIND
EDGE

SEALANT

TOOLED
JOINT

BACKER ROD

DECK
COATING

THROAT
1/2

" M
IN

.

3/
4"

3/4"
BOND BRAKER

SEALANT

1/4"

1/4"

THROAT
1/2

" M
IN

.

3/
4"

3/4"

BOND BRAKER

SEALANT

1/4"

1/4"

DECK COATING
WHERE REQ'D

1/2" - 1"

1/
2"

SEALANT

BACKER ROD

TOOL OR
GRIND EDGE

1/
2"

1/2" - 1"

BACKER ROD

TOOL OR
GRIND EDGE

SEALANT

1/2"
SEALANT

TOOL OR
GRIND EDGE

COMPRESSIBLE JOINT
FILLER

1/
2"

1/
2"

SEALANT

TOOL OR
GRIND EDGE

COMPRESSIBLE
JOINT FILLER

1/2"

1/2"

BOND BREAKER CRACK OR CONTROL
JOINT

SAW CUT AT CENTER
OF CRACK OR
CONTROL JOINT

SEALANT

GRIND EDGE

1/
2"

BOND BREAKER CRACK OR CONTROL
JOINT

SAW CUT AT CENTER
OF CRACK OR
CONTROL JOINT

SEALANT

GRIND EDGE

1/
2"

DECK COATING WHERE
REQD

1/2"

1/
2"

1/2"

SEALANT

GRIND EDGE

TOOL OR SAW CUT
AROUND DRAIN
PERIMETER

BOND BREAKER

FLOOR DRAIN

CONC. COLUMN

WALL OR BEAM

LIMITS OF SURFACE
PREPARATION

DECK COATING

CONC. SLAB

SF541

14

SF541

15

4"
1"

LIMITS OF SURFACE
PREPARATION

COVE SEALANT, REFER TO
4/SF541

DECK COATING

NOTE:
PROVIDE STRAIGHT TERMINATION LINES.

1/8" - 1/4"

1/
4"

SAWCUT & TOE
DECK COATING IN
AT EDGE.

DECK COATING

GRIND EDGE

CONC. SLAB

2" 2"

DECK COATING

DETAIL COAT EQUAL THICKNESS
OF MEMBRANE COATS

SEALANT
REFER TO DET 2 OR 10/S-541

CRACK STEEL SLEEVE

DECK COATING

COVE SEALANT
REFER TO DET 4/SF541

ELECTRICAL OR
MECHANICAL
PENETRATION

PRIME PER
MANUFACTURER

PCC SPANDREL
BEAM

PCC COLUMN

COVE SEALANT, REFER
TO DET 3 OR 4/SF541

CONC WASH

PCC TEE

SEALANT, REFER TO
DET 1 OR 2/SF541

SEALANT, REFER TO DET 1/SF541

SEALANT, REFER
TO DET 6/SF541

PCC COLUMN

CONC WASH

PCC TEE
PCC
SPANDREL
BEAM

SEALANT, REFER
TO DET 5/SF541

1/
2"

.

1/2".

1/8"

t/4
"

SEALANT

BACKER ROD

SAW CUT JT ON 1ST
PASS WITHOUT
RAVELING EDGES
OF CONCRETE

ROUT JT EDGE
ON 2ND PASS

NOTES:

1. PERFORM 1ST PASS SAW CUT AS SOON AS CONCRETE IS
CAPABLE OF CARRYING THE LOAD OF EQUIPMENT, AND
WITHIN 6 HOURS OF INITIAL PLACEMENT OF CONCRETE.

2. 2ND PASS WITH ROUTER MAY OCCUR AT ANY TIME AFTER
1ST PASS SAW CUT.
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18 EXPANSION JOINT

 3/4" = 1'-0"
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1 SEALANT DETAIL
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 12" = 1'-0"
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9 SEALANT DETAIL
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10 SEALANT DETAIL
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11 SEALANT DETAIL

 3/4" = 1'-0"
13 DECK COATING DETAIL

 3" = 1'-0"
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 3" = 1'-0"
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20 INTERIOR SEALANT ISOMETRIC DETAIL
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 12" = 1'-0"
12 SEALANT DETAIL



.

STRAIGHT LINE EXTENSION

PLAN ELEVATION LOCATION

.

STRAIGHT LINE EXTENSION

PLAN ELEVATION LOCATIONSTRAIGHT LINE EXTENSION

PLAN ELEVATION LOCATION

.

STRAIGHT LINE EXTENSION

PLAN ELEVATION LOCATION

2"  MIN
(4) #4x2'-8"

PVC SLEEVE W/ EMBEDDED
COUPLER AS ANCHORAGE

SEALANT, REFER TO
DETAIL 3 OR 4/SF541

FLOOR SLAB

SST COLLAR

STANDPIPE W/
PIPE CLAMP

.

.

MIN
6"

1 1/2"  TYP

M
IN6"

TYP
2" CL

CONC COLUMNREFER TO MECH DWGS FOR
PIPE SIZE AND LOCATION

BENT PLATE 1/4"x1'-0" W/
(4)-1/2" DIA EXP ANCHORS.
MOUNT BOTTOM EDGE OF
GUARD 1'-2" ABOVE
FINISHED FLR LEVEL

NOTE:
1. ACTUAL CONFIGURATION OF PLATE

GUARD WITH VARY WITH FIELD
CONDITIONS.

2. LOCATE DRAIN CLEANOUTS ABOVE OR
BELOW PIPE GUARDS.

PLAN VIEW

REFER TO MECH DWGS FOR
PIPE SIZE AND LOCATION

BENT PLATE 1/4"x1'-0" W/
(4)-1/2" DIA EXP ANCHORS.
MOUNT BOTTOM EDGE OF
GUARD 1'-2" ABOVE
FINISHED FLR LEVEL

PLAN VIEW

CONC WALL

TYP
2" CL

NOTE:
1. ACTUAL CONFIGURATION OF PLATE

GUARD WITH VARY WITH FIELD
CONDITIONS.

2. LOCATE DRAIN CLEANOUTS ABOVE OR
BELOW PIPE GUARDS.

NOTES:
1. REFER TO ARCHITECTURAL, MECHANICAL & STRUCTURAL DRAWINGS FOR SIZE

& LOCATION OF OPENINGS.
2. INSTALL LINTELS WITH LONG LEG VERTICAL.

4" 6" 8" 12"

MASONRY LINTEL SCHEDULE

CLEAR SPAN

UP TO 4'-0"

4'-0" TO 7'-0"

7'-0" TO 10'-0"

GRATER
THAN 10'-0"

4" NOM. 6" NOM. 8" NOM. 12" NOM.

L3 1/2" x 3 1/2" x 1/4" 2L3" x 2 1/2" x 1/4" 2L3 1/2" x 3 1/2" x 1/4" 3L3 1/2" x 3 1/2" x 1/4"

L5" x 3 1/2" x 5/16" 2L3 1/2"x2 1/2"x5/16" 2L5" x 3 1/2" x 5/16" 3L5" x 3 1/2" x 5/16"

L6" x 3 1/2" x 5/16" * 2L6" x 3 1/2" x 5/16" 3L6" x 3 1/2" x 5/16"

* * * *

VERTICAL REINFORCING

#5 VERT AT CORNERS,
OPENINGS, CONTRACTION
JOINTS, AND AT 24" OC
MAX IN WALL. PROVIDE
DOWEL AT FOOTING. BEND
2'-0" INTO U-BLOCK AT TOP.
SEE SPECS FOR PLACING
INSTRUCTIONS.

VERTICAL CONTRACTION
JOINT. PAINT JOINT WITH
MASTIC BEFORE PLACING
CONC.

CONTRACTION
JOINTS AT
24'-0" ±

SOLID MASONRY
TOP COURSE

L3x3x1/4"xCONT WITH 1/2" Ø
x 0'-3" EXPANSION BOLTS
@ 4'-0" O.C.

CONC SLAB

FIRE SAFING (IF
REQUIRED), REFER TO
ARCH FOR ADDITIONAL
INFORMATION

24/4 PATTERN AT ALL END LAP
SUPPORT POINTS AND ROOF
DECK PERIMETER

CONNECT SIDE LAPS
BETWEEN BEAMS WITH SELF
TAPPING SCREWS NOT
SMALLER THAN #10. (4) SCREWS PER
SPAN

24/4 PATTERN AT ALL
INTERMEDIATE SUPPORTS

SHEET WIDTH -24"
MAX.

WELD SHEET EDGES TO
CONTINUOUS SUPPORTS
PARALLEL TO DIRECTION OF
DECK SPAN AT 8" O.C.

5/8" DIA. PUDDLE WELD

NOTES:

1. END LAPS SHALL OCCUR ONLY AT SUPPORT POINTS.
2. WELD THRU MULTIPLE SHEETS AT ALL END AND SIDE LAPS.
3. DECK SHEETS SHALL BE THREE OR MORE SPANS CONTINUOUS
WHERE POSSIBLE.

10'-0" MAX. SPAN

BEAMS SUPPORTING ROOF
DECK

SECTION A-A

OPENING

3/16

1/4

1/4
2 1/2" MIN. 1/4

TOP FLANGE OF BEAM
SUPPORTING  STEEL
ROOF DECK ANGLE FRAME

ANGLE 5" X 5" X 3/8" X 4"
LONG

SECTION A-A

3/4" MIN. OR 1 1/2" MAX.

OPENING

ANGLE 4" X 4" X 3/8", TYP

PROVIDE ANGLE FRAME AS SHOWN FOR
OPENINGS 12" OR LARGER. VERIFY SIZE &
LOCATION OF OPENINGS WITH MECH. ALL
TRADES.

M
AX

 O
PE

N
IN

G

4'
-0

".

1"

MASONRY OR
CONC WALL

SEALANT, REFER
TO DET 5/SF541

MASONRY WALL

FLEXIBLE
MASONRY
ANCHOR

FIRE SAFING (IF
REQUIRED), REFER TO
ARCH FOR ADDITIONAL
INFORMATION

1 1/2"

PCC SPANDREL

EQ EQ

SECTION

HSS 6 X 2 POST, TYP

1/2" BASE PLATE, TYP. MATCH
SLOPE OF TOP OF SPANDREL*,
SHIM AND GROUT AS
REQUIRED

*SPANDRELS ON GRID C/3-12
HAVE LONGITUDINAL (RAMP)
SLOPE AND CROSS-SLOPE

5 1/2"

1/2"

1" NOM

1" 3"

1 1/2"

PLAN - TYP END POST

8"

1" 3" 3" 1"

PLAN - TYP INTERIOR POST

7"

PCC COLUMN

1/2"Ø SS HILTI KWIK
BOLT 3 W/3 1/4"
EFFECTIVE EMBED,
TYP

DRAIN HOLE DRAIN HOLE
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 3/8" = 1'-0"
1 PLAN ELEV KEY

 3/8" = 1'-0"
2 PLAN ELEV KEY

 3/8" = 1'-0"
3 PLAN ELEV KEY

 1" = 1'-0"
4 PIPE SLEEVE SUPPORT DETAIL

 3/4" = 1'-0"
5 PIPE GUARD DETAIL

 3/4" = 1'-0"
6 PIPE GUARD DETAIL

 3/4" = 1'-0"
7 MASONRY LINTEL SCHEDULE

 12" = 1'-0"
8 MASONRY WALL VERT REINF

 1 1/2" = 1'-0"
10 MASONRY WALL BRACE DETAIL

 1/4" = 1'-0"
12 3" ROOF DECK FASTENING PATTERN

 3/4" = 1'-0"
13 TYP ROOF OPENING FRAME

 1 1/2" = 1'-0"
9 MASONRY WALL JOINT DETAIL

 1 1/2" = 1'-0"
11 FALL PROTECTION ANCHORAGE DETAIL



REFER TO PLAN

TOF

2" 10"

11" 10" 3"

2'
-0

"

6" 1'-0"

REFER TO PLAN

TOS EL

REFER TO PLAN

TO SPANDREL EL

EQ EQ

CIP SOG

CONNECTION AND
EMBED BY PCC MFR

1/2" COMPRESSIBLE FILLER
W/SEALANT, REFER TO DET 8/SF541

(4) #6

#4 @ 8"

(4) #9

CIP CONC STRIP
FOOTING

NOTE: EXTEND FOOTING
LONGITUDINAL STEEL INTO
ADJACENT FOOTINGS 3'-0" MIN

SITE PAVEMENT, REFER
TO CIVIL

PCC COLUMN, BEYOND

PCC SPANDREL

1

REFER TO CIVIL

SITE GRADE

SUMP PIT

2'-0"

L3 3 X 1/4 (4) SIDES W/3/4" EXPANSION
BOLTS @ 12" OC (MIN 2 PER SIDE)

2'
-0

"

1" STEEL GRATING (GALV)

CIP FOUNDATION, REFER
TO PLAN

COMPRESSIBLE FILLER W/SEALANT
REFER TO DET 8/SF541

A

1" 9"

SUMP PIT COORD W/ELEVATOR
MFR, PLUMBING, AND DET
4/SF561

CONN AND EMBED BY
PCC MFR, TYP

10"

ELEVATOR DIVIDER BEAM,
COORD W/ELEVATOR MFR

PCC WALL

FOUNDATION WATERPROOFING, TYP

SITE PAVEMENT,
REFER TO CIVIL

COL AND WALL EMBEDS BY
PCC MFR, TYP

SEALANT, TYP

2'
-0

"
1'

-0
"

1

1

TOS EL

REFER TO PLANS

REFER TO PLAN

TOF EL

REFER TO PLANS

2'-0"

PCC COLUMN
BEYOND

WALL PENETRATION FOR SUMP
AND DRAIN TILE, COORD
W/PLUMBING AND CIVIL

REFER TO PLAN

TOF

2" 10"

1'-0" 1'-0"

REFER TO PLAN

TOS EL

CIP SOG

CONNECTION AND
EMBED BY PCC MFR

1/2" COMPRESSIBLE FILLER
W/SEALANT, REFER TO DET 8/SF541

PCC COLUMN, BEYOND

PCC WALL

C

REFER TO CIVIL

SITE GRADE

B.6

REFER TO PLAN

TOF

REFER TO PLAN

TOS EL

REFER TO PLAN

TO SPANDREL EL

CIP SOG

CONNECTION AND
EMBED BY PCC MFR

1/2" COMPRESSIBLE FILLER W/SEALANT,
REFER TO DET 8/SF541 TYP

CIP CONC STRIP
FOOTING

PCC SPANDREL

2
1'-3"

VARIES, REFER TO PLAN
WASH

2'-0"

EQ EQ

CIP SOG

STAIR

REFER TO PLAN

TOS EL

2'
-0

"

REFER TO PLAN

TOF

REFER TO PLAN

TOS EL

CIP SOG

CONNECTION AND
EMBED BY PCC MFR

1/2" COMPRESSIBLE FILLER
W/SEALANT, REFER TO DET
8/SF541, TYP

PCC WALL

A

REFER TO PLAN

TO LANDING EL

REFER TO PLAN
REFER TO PLAN
WASH VARIES

CIP SOG

3"

REFER TO PLAN

TOF EL

REFER TO PLAN

TOS EL

CONNECTION AND
EMBED BY PCC MFR

PCC SPANDREL

6"

2
1

CONSTRUCTION JOINT,
REFER TO DET 2/SB501,
SIM
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CONSTRUCT PARKING GARAGE

 3/4" = 1'-0"
1 DETAIL

 3/4" = 1'-0"
4 DETAIL

 3/4" = 1'-0"
5 DETAIL

 3/4" = 1'-0"
2 DETAIL

 3/4" = 1'-0"
3 DETAIL

 3/4" = 1'-0"
6 DETAIL

 3/4" = 1'-0"
7 DETAIL



TO SPANDREL EL

REFER TO PLAN

TOS EL

REFER TO PLAN

1'-0"

1

PCC SPANDREL

PCC STAIRS W/FIELD
TOPPING

5'
-4

"

COVE SEALANT

1" NOM

TOS EL

REFER TO PLAN

1'-0"

C

PCC WALL

PCC STAIRS W/FIELD
TOPPING

COVE SEALANT

B.6

MIN
8"

CONC DAM

BEARING PAD

CONNECTION BY PCC
MFR

2

CIP TOPPING

PRETOPPED
PCC TEE

CONNECTION
BY PCC MFR

COVE SEALANT,
REFER TO DET 6 OR
3/SF541

VARIES, REFER TO PLAN
3'-0" WASH 1'-3"

TO STAIRS EL

REFER TO PLANS & ARCH

REINF, REFER
TO PLAN

PCC STAIRS W/FIELD TOPPING

PCC SPANDREL, REFER TO DET
2/SF521 FOR ADDL
INFORMATION

CONC DAM

TO SPANDREL EL

REFER TO PLAN

1" NOM

1

2'
-8

"

1'-0" 3"

TO STL EL

REFER TO PLAN

TO BEAM EL

REFER TO PLAN

PCC BEAM

EMBED BY PCC
MFR @ 2'-0" OC

METAL ROOF DECK

L4 X 4 X 1/4 X CONT
(GALV)

1/4 4-24

ROOFING SYSTEM NOT
SHOWN, REFER TO ARCH

2

B.6
1'-0" 1'-0"

2'
-8

"

TO STL EL

REFER TO PLAN

TO WALL EL

REFER TO PLAN

METAL ROOF DECK

PCC WALL, REFER TO ARCH
FOR COLOR BANDING

ROOFING SYSTEM NOT SHOWN,
REFER TO ARCH

REFER TO DET 5/SF562

C

NOT USED

2
1'-3" 3'-0"

TOOLED JOINT W/SEALANT,
REFER TO DET 1/SF541

PCC STAIRS W/FIELD
TOPPING

CONN BY PCC MFR

CONC DAM

CIP TOPPING

TOS EL

REFER TO PLAN

PCC SPANDREL

PCC DT

REINF, REFER
TO PLAN

1" NOM

PCC STAIRS

TOS EL

REFER TO PLAN

MIN
1'-0"

1'-3"

A

PCC SPANDREL

COVE SEALANT

CIP TOPPING

BEARING PAD

CONC DAM

MIN
8"

TOOLED JT & SEALANT,
REF DET 1/SF541

TO SPANDREL EL

REFER TO SF201

TOS EL

REFER TO PLAN

REFER TO PLAN
WASH VARIES 8"

CIP CONC WALL

COVE SEALANT

CIP TOPPING

#5 @ 8" OC VERT, CENTER IN WALL

4'-0"

#4 @ 12" HORIZ

PCC STAIRS, REFER TO PLAN AND ARCH

CHORD REINF,
REFER TO PLAN

PCC DT BEAMS

TOW EL

REFER TO PLAN

TOS EL

REFER TO PLAN

PCC STAIRS

CIP TOPPING

CONN BY PCC MFR

COVE SEALANT

CONN BY PCC MFR

PCC DT STEM BEYOND

SUPPORT BEAM, CONNECTIONS,
AND EMBEDS BY PCC MFR

PCC DT FLANGE

8" 1'-11" 1'-3"

13

TOS EL

REFER TO PLAN

TO SPANDREL EL

REFER TO SF201

CONN BY PCC MFR

PCC SPANDREL

TO WALL EL

REFER TO PLAN

#5 @ 8" VERT, DOWELS BY
PCC MFR

#4 @ 12" HORIZ

PCC DT

COVE
SEALANT,
TYP

CIP TOPPING

CIP CONC WALL

13

CIP TOPPING

PCC TEE

CONNECTION
BY PCC MFR

COVE SEALANT, REFER
TO DET 3/SF541

1'-3"

PCC STAIRS

PCC SPANDREL

TOS EL

REFER TO PLANS & ARCH

TOOLED JOINT
W/SEALANT, REFER TO
DET 1/SF541

TO SPANDREL EL

REFER TO SF201
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ELEVATOR SHAFT

1" 9"

5'
-4

"

A

PCC SPANDREL

GLAZING SYSTEM, REFER TO
ARCH

GLAZING SYSTEM, REFER TO
ARCH

REFER TO PLANS

TO STL EL

DIVIDER BEAM, REFER TO PLAN

EMBED BY PCC MFR, CONN BY
STEEL MFR

CONC DAM

PCC DT

BEARING PAD

CONNECTION
BY PCC MFR

PCC WALL

ELEVATOR SHAFT

REFER TO PLANS

TO STL EL

DIVIDER BEAM, REFER TO PLAN

EMBED BY PCC MFR, CONN BY
STEEL MFR

MIN
8"

A
REFER TO PLAN 8 1/2"

HSS RAFTER BEAM,
REFER TO PLAN

METAL ROOF DECK

ROOFING SYSTEM NOT
SHOWN, REFER TO ARCH

VARIES W/ROOF SLOPE

TO STL EL

1/4" BENT PLATE

1/4 2-12

3"

3"

10" 5"

1'-2 1/2"

1"

HSS RAFTER BEAM,
REFER TO PLAN

METAL ROOF DECK

ROOFING SYSTEM NOT
SHOWN, REFER TO ARCH

A

VARIES W/ROOF SLOPE

TO STL EL

PCC WALL1/4 2-12

1/4" BENT PLATE 3"
3"

2" 10"
WASH
6'-0"

3'
-6

" M
IN

3"

8

CIP TOPPING

TOOLED JT &
SEALANT, REF DET
1/SF541

REINF, REFER TO PLAN

#4 X 4'-0" @ 12" DRILL AND ADHESIVE
ANCHOR TO PCC SPANDREL W/5" MIN EMBED

COVE SEALANT, REFER
TO DET 3/SF541

TO STAIRS EL

REFER TO PLAN

PCC STAIRS W/FIELD TOPPING

PCC SPANDREL @ TYP LEVEL
PCC WALL @ LEVEL 4

TOS EL

REFER TO PLANS

TO SPANDREL EL

REFER TO PLANS

A

1'-5 1/2"

1" 9"

PCC STAIRS W/FIELD TOPPING

PCC SPANDREL

PCC COLUMN, BEYOND

HSS BEAM, REFER TO PLANS

GLAZING SYSTEM,
REFER TO ARCH

1'-3" 1'-3"

GUARDRAIL, REFER TO ARCH

TOOLED JT &
SEALANT, REF DET
1/SF541

CONNECTION BY PCC MFR

BEARING ANGLE BY STEEL
MFR, EMBED BY PCC MFR

NOTE: FOR END REACTING,
REFER TO DET 3/SF563

TO LANDING EL

TO STL EL

REFER TO PLANS

PCC STAIRS W/FIELD TOPPING

PCC WALL

HSS BEAM, REFER TO PLANS

ELEVATOR SHAFT

CONN BY STEEL MFR, EMBED BY PCC MFR

NOTE: ASD END REACTION
20.0K GRAVITY

6

12

TYP

RIDGE PLATE BY METAL DECK MFR

WORK POINT

155'-2"

REFER TO PLANS

TO STL EL =

7

METAL ROOF DECK, TYP

HSS RAFTER BEAM,
REFER TO PLAN

HSS RIDGE BEAM,
REFER TO PLAN

NOTE:
ASD END REACTIONS OF EACH RAFTER BEAM,
8.0k GRAVITY 8.0k UPLIFT

5

6"

HSS BEAM,
REFER TO PLAN

L4 X 4 X 3/8

METAL ROOF DECK

HSS RAFTER BEAM,
REFER TO PLAN

REFER TO PLANS

TO STL EL

8

1" 2" 8"

C
O

O
R

D
 W

/A
R

C
H

1'
-1

1 
1/

2"

4"
 M

IN

REFER TO PLANS

TO BEAM EL

TO ROUGH OPENING

1/4" BENT PL X CONT (GALV)
ANCHOR W/1/4" Ø X 2 1/4" TAPCON,
OR A N APPROVED EQUIVALENT,
EACH FACE @ 9" OC

METAL ROOF DECK

HSS RAFTER BEAM,
REFER TO PLAN

PCC BEAM

NO CONN REQD HSS TO
PCC BEAM

10" 5"

1'-2 1/2"

HSS RIDGE BEAM,
REFER TO PLAN

METAL ROOF DECK

ROOFING SYSTEM NOT
SHOWN, REFER TO ARCH

A

REFER TO PLAN

TO STL EL

HSS RAFTER BEAM,
REFER TO PLAN

EMBED BY PCC MFR,
COORD W/STEEL MFR

PCC WALL

STEEL
CONNECTIONS BY
STEEL MFR, TYP

WP EL

NOTE: ASD END REACTIONS
10.0K GRAVITY, 8.0K UPLIFT

1'
-9

"

REFER TO PLANS

TO STL EL

TO PCC WALL EL

7

HSS RIDGE BEAM,
REFER TO PLAN

RAFTER BEAMS NOT
SHOWN, REFER TO DET
9/SF563

HSS STUB (GALV)

PCC WALL

EMBED BY PCC MFR

BOLTED BEARING
PLATES (GALV)

NOTE: ASD END REACTIONS
10.0K GRAVITY, 10.0K UPLIFT

HSS STUB

EMBED BY PCC MFR

PCC WALL OR BEAM

HSS RAFTER
BEAM (GALV)

BOLTED BEARING
PLATES (GALV)

NOTE:
ASD END REACTIONS,
15.0k GRAVITY 7.0k UPLIFT

TO STL EL

REFER TO PLANS

WALL (PCC OR CMU)

8"

METAL ROOF DECK

L4 X 4 X 1/4 X CONT (GALV)

1/2"Ø SS THREADED ROD @ 24"
OC DRILL AND ADHESIVE
ANCHOR TO WALL W/5" MIN
EMBED
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8"

COORDINATE W/PCC MFR

7'-2".

5"

TOS EL

REFER TO PLANS

CHORD REINF,
REFER TO PLANS

CIP TOPPING AND SLAB

COVE SEALANT

WWF

C OF PCC TEE STEML

#4 @ 12"

#4 @ 8", DRILL AND
ADHESIVE ANCHOR
TO PCC SPANDREL
W/6" MIN EMBED

PCC WALL

PCC TEE

EMBEDS BY PCC MFR @ 2'-0" OC

TOOLED JOINT W/SEALANT,
REFER TO DET 1/SF541

EMBED BY PCC MFR
@ 2'-0" OC

L6 X 3 1/2 X 5/16 X
CONT (GALV) LLH

1/4 4-24

4'-0" MAX 9 5/8" 7"
REFER TO PLAN

WASH

GLAZING SYSTEM,
REFER TO ARCH

LA
P 

SP
LI

C
E

C
LA

SS
 B

#5 @ 16" ALT HOOKSREFER TO 1/SF564 FOR
ADDITIONAL INFORMATION

2'-6"

5

8" CMU WALL W/#5 @ 16"

#4 X 5'-0" @ 8'-0" OC, TOP

A

1" 9" 8 1/2"

REFER TO PLAN

8" CMU WALL W/#5 @ 16" OC
OMIT AT SIM

CMU WALL DOWELS MATCH
WALL REINF SIZE AND SPA

2'-6"
COVE SEALANT

CIP TOPPING

CIP CONC POUR STRIP,
REFER TO DET 2/SF564,
REFER TO DET 1/SF564 AT
SIM

WWF CONT

8" CMU WALL W/#5 @ 16" OC
OMIT AT SIM

CMU WALL DOWELS MATCH
WALL REINF SIZE AND SPA

2'-6"

PCC SPANDREL

GLAZING SYSTEM, REFER TO ARCH

GLAZING SYSTEM, REFER TO ARCH

PCC DT

TO LANDING EL

REFER TO PLAN

TY
P

C
LA

SS
 B

 L
A

P 
SP

LI
C

E

EQUIP
COORD W/ELEVATOR

4"

NO CJ ALLOWED, CAST
MONOLITHIC

5

6"

HSS BEAM,
REFER TO PLAN

METAL ROOF DECK

HSS RAFTER BEAM,
REFER TO PLAN

REFER TO PLANS

TO STL EL

HSS  BEAM (FLATWISE),
REFER TO PLAN

CONN BY STEEL MFR

NOTE: ASD END REACTION
2.0K GRAVITY, 6.0K WIND

A

10" 5" 9"

GLAZING SYSTEM,
REFER TO ARCH

PCC BEAM

CONN AND EMBED BY
PCC MFR

METAL CLOSURE,
REFER TO ARCH

PCC WALL

2'
-5

"

BACKER ROD AND SEALANT,
REFER TO DET 5/SF541

TO BEAM & COL EL

REFER TO SF201
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A B C

62'-0" 62'-0"

0.04" ± 0.10" 0.00" ± 0.00" 0.04" ± 0.10"

LEVEL FOUR

LEVEL THREE

LEVEL TWO

LEVEL ONE

T/FOUNDATION

NORTH-SOUTH DIRECTION

NOTES:
1.  MAXIMUM VOLUME CHANGE MOVEMENTS, + = SHORTENING, - = LENGTHENING.
2.  VOLUME CHANGES INDICATED ARE DUE TO CREEP, SHRINKAGE AND THERMAL EFFECTS, BASED ON PCI HANDBOOK, 7TH ED. MAXIMUM

SEASONAL CLIMATIC CHANGE OF 45°, (DESIGN AID 4.11.11) AND 70% RELATIVE HUMIDITY (DESIGN AID 4.11.12).
3.  USE LINEAR INTERPOLATION TO DETERMINE VOLUME CHANGE AT INTERMEDIATE COLUMNS.
4.  DISPLACEMENTS INDICATED HAVE BEEN REDUCED BY Kl = 4, Kt = 1.5 IN ACCORDANCE WITH PCI HANDBOOK, CHAPTER 4.
5. XX" ± XX" THE FIRST NUMBER INDICATES THE AMOUNT OF CREEP AND SHRINKAGE MOVEMENT.  THE SECOND NUMBER INDICATES THE 

AMOUNT OF TEMPERATURE CHANGE MOVEMENT.

2

LEVEL FOUR

LEVEL THREE

LEVEL TWO

LEVEL ONE

T/FOUNDATION

EAST-WEST DIRECTION
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2 13
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S
F
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S

F

A C

7'-0".
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 P

S
F

24
.1

 P
S

F

B

ROOF DOUBLE TEE SNOW LOAD - CASE 3 (GRIDS 3-12)

A B

ROOF DOUBLE TEE LIVE LOAD Lr (UNO)

40 PSF

BAY WIDTH

C

7'-0".

ROOF DOUBLE TEE SNOW LOAD - CASE 4

A C

10'-0".

10
 P

S
F

34
.8

 P
S

F

B

ROOF DOUBLE TEE SNOW LOAD - CASE 2 (GRIDS 2-3 AND 12-13)

A B

ROOF DOUBLE TEE SNOW LOAD - CASE 1

15.0 PSF

BAY WIDTH

C

10
 P

SF
24

.1
 P

SF

3 12

LEVEL 1
100' - 0"

LEVEL 2
111' - 4"

LEVEL 3
122' - 8"

LEVEL 4
134' - 0"

3461112

FDN
98' - 0"

10 9

206k

407k

435k

NOTE:
- LIGHT WALL DEPICTION IS SCHEMATIC ONLY
- LOADS SHOWN ARE FACTORED SEISMIC LOADS
   PER IBC 2012
- THESE LOADS REPRESENT THE CONTROLLING
   LATERAL LOAD CASE FOR THE SHEAR WALL

LEVEL 1
100' - 0"

LEVEL 2
111' - 4"

LEVEL 3
122' - 8"

LEVEL 4
134' - 0"

B

232k

117k

242k

NOTE:
- SHEAR WALL DEPICTION IS SCHEMATIC ONLY
- LOADS SHOWN ARE FACTORED SEISMIC LOADS
   PER IBC 2012
- THESE LOADS REPRESENT THE CONTROLLING
   LATERAL LOAD CASE FOR THE SHEAR WALL
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LOADING DIAGRAMS - STRUCTURAL

04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

 1/2" = 1'-0"
1 VOLUME CHANGE DIAGRAM

 1/8" = 1'-0"
4 ROOF DOUBLE TEE LOADING

 3/32" = 1'-0"
5 LATERAL LOAD DIAGRAM - GRID B

 1/8" = 1'-0"
2 LATERAL LOAD DIAGRAM - SHEAR WALLS AT B/3 AND B/12

 1/8" = 1'-0"
3 NOT USED


